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MUAYENE VE DENEY RAPORU
TEST REPORT

Deneyi Talep Eden/Firma . ISTANBUL BELGELENDIRME MUDURLUGU
(Adi,Adresi Sehir vb ) (FILKIM FILTRE VE KIMYA SAN TIC AS YUKARI DUDULLU MAH.
Requesting Clasiomer BOSTANCI  YOLU CAD. KEYAP CARSI SITE GIBLOK NO:110
Mo Adrcss.Clr o) UMRANIYE/ISTANBUL Umraniye-iSTANBUL)
Belg. Uzmam: SELCUK IDECI
inceleme No 2326360
Deney Talep Tarihi/No : 01.03.2021 /546010
Order Date / No
Numunenin Tanimi : 723855MIKROBIYAL JEL HAVA FILTRESI, UGMA ULTRA HIGH EFFICIENCY MICROBIAL GEL AlR
(No,Cins, Marka, Tip, Tar, Model vb.) FILTER, ,-,-.500 adet
Sample Descriptiono 1ype Model ci: )
Numune Kabul Tarihi 1 01032021
Test ltem Receipt Date
Deneylerin Yapildigi Tarih : 03032021 -15.032021
Date of Test
Uygulanan Standard / Metod : TS 13848: 2018-11 Mikrobiyal jel hava filtresi
Applied Standard/Method
Raporun Sayfa Sayisi )
Number of pages of the report
Aqiklamalar
Remarks

Yukanda tammianan numune icin laboratuvarimizda yapilan muayene ve demecylerden OLUMLU sonu¢ ahmmus olup, dlciim sonuclan
miiteakip sayfalarda verilmigtir,

The sample described above Passed the applied tests. The test resulls are given on the following pages

Bu raporda Uygunluk Beyani verilen deney sonuglari igin TSE intemet sitesinde yayinlanan LAB-D-PR-18 Karar Kurali Proseduninde belirtilen

kurallar uygulanmugtic
Rules described in "1 AB-1-PR-18 Ixcision Rule Procedure”, which is published on TSE Web sitc have been applied 1o the iest resulis for which Conformity
Declaration is given in this lest report

Miihiir Tarih Deney Sorumlusu
Seal Date Persop-n charge of tests

Onaylayan
Approved by

G( ANDAL

Laboratuyar Miidiirit V.
Laboratory Manager Dep.

ed DEMIRCI

D P li
[SRIL!  resing Expen

Bu rapor, hazurlayan laboratuvarn yazili izni olmadan kismen kopyalanip cofalulamaz Imzasiz ve mahiusiz raporlar gegersizdir Bu rapor, sadece deneyi yapilan
numune igin gegerlidir ve “Uriin Belgesi” yerine gegmez
This rest repori shall not be reproduced wiher tham in full excepr with the wrinen permission of the labormory. Test reports without signawre and seal are not valid. This test report

represents only lested sample(s), and shall not be used as Product Centificate
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595855
MUAYENE - DENEY SONUCLARI TEST RESULTS 5.5
OZELLIKLER DEGER SONUC/METOT DEGERLENDIRME
Filtre
calismadan 1.saat 2.saat 3.saat
Toplam canh ; z
; : Cizelge-1 Once
mikroorganizma, 18]
kob/m? TS 13848 30 kob/m* | 6kob/m*® | 1kob/m® | 0 kob/m’
TS 13848
Cizelge-1 Mikroorganizma Tutma Ozelligi
Zaman Fitre c:allsmadan 1.saat 2.saat 3 .saat ‘
dnce
Petri kabindaki toplam
canli organizma sayis 10<A <Ax0,3 <Ax0,09 <Ax0,027
(A) S | -

* isaretli analizler akreditasyon kapsamindadir.

U: Belirtilen $artlara Uygun

UD: Belirtilen Sartlara Uygun Degil

CA: Bu dency, cihaz anzasi sebebiyle yapilamamugtir.

$B: Beyan/sartlar belirtilmediginden degerlendirilememistir

X: Laboratuvanmiz imkénlanyla yapilamamaktadir
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DY: Degerlendinme yapilamamistir

TE: Bu deney talep edilmemistir

NU: Bu deney, bu numuncye
uygulanamaz

/‘/\




